
MS Insurance Department 
Administrative Services Division 
Bid # 3140001558 
Smoke Alarms 
501 North West Street, Suite 1001 
Jackson, MS 39201 

Amendment One (1) to RFx number 3140001558 

Smart number: 1501‐19‐R‐RFQF‐00001 

Date of Amendment: January 23, 2019 

Amendment One location: Page 4, Specifications 

STRIKE:  The smoke alarms shall be powered by a non‐replaceable, long‐life lithium 

battery. The lithium battery shall prevent removal and/or tampering. The unit 

shall incorporate an ionization sensor with nominal sensitivity of 0.99%/ft. 

(.87%/ft. for unit 0910CA). The temperature operating range shall be between 

40*F and 100*F (4*C and 38*C) and the humidity operating range shall be 5% ‐ 

95% relative humidity. 

REPLACE WITH:    The smoke alarms shall be powered by a sealed, non‐replaceable, long‐life      

battery. The battery shall prevent removal and/or tampering. The unit shall 

incorporate an ionization sensor with a minimum nominal sensitivity of .88%/ft. 

with a temperature operating range between 40* F and 100*F (4*C and 38*C) 

and the humidity operating range shall be a minimum of 5% ‐ 85% relative 

humidity. 

  All remaining specification references in the original document shall remain as 

is. 

Bidder Acknowledgement of Amendment One (1) 

NOTE: Bidder must include a signed copy of this amendment with their bid! 

 

___________________________________________  _______________________________________ 

Printed Name and Company 

 

___________________________________________  _______________________ 

Signature            Date 

**Please submit any questions in regard to the above amendment to: 

Brad.Smith@mid.ms.gov or Tammy.Peavy@mid.ms.gov  


