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P2H LAVATORY, 21x18”", H.C. ; KOHLER K—-2006 @ K—-7605 @ K=7715 K-8998 1/2" 1/2" 1 1/4" 11/2” 34" ‘ WHITE W/ TRUEBRO #102W INSULATION KIT FOR TRAP & SUPPLY

NOTES: (1) ADJUSTABLE FIXTURE SUPPORT EQUAL TO JRSMITH #700  (2) KOHLER MODEL K~7443—K FAUCET W/ STD. SPOUT & K—16012-5 WRISTBLADE HANDLE | | T
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PLUMBING SPECIFICATIONS:

1. Furnish all labor, materials, equipment, fixtures

- and such other items required or necessary to
accomplish all work specified herein and on the
drawings. :

2. All work performed and all materials used shall
conform to the International Plumbing Code, (2012
Edition), International Building Code and all other
applicable local codes, standards or regulations

- having jurisdiction.

3.'AIAI new domestic water piping shdll be Type "L"
hard drawn copper with wrought copper sweat
type fittings and 95/5 solder.

.4. All waste and vent piping shall be polyvinyl
chloride pipe (PVC), ASTM D2665, PVC type DWV
fittings with solvent weid joints.

3. All new domestic water piping above ground shallbe

~covered with 1/2" thick fiberglass molded sectional
~pipe insulation with Universal all purpose jocket.
Insulation shall be Knauf, Certainteed or Armstrong.

6. Provide all necessary pipe hangers and supports.
Installation shall be in accordance with the
Standard Plumbing Code. Provide pipe covering
protection shields and saddles on all hangers
supporting insulated pipings. Hangers shall be as

manufactured by Grinnell, Elson, or Michigan Hanger .

Co., Inc.

7. Install cleanouts where required for proper
cleaning of drainage lines. Cleanouts serving
~drainage lines below slab on grade shall be brought-
up flush with finish floor.. Cleanouts shall have a
‘round polished bronze top and shall be as
manufactured by J.R. Smith, Zurn, Wade or Josam.

8. All soil waste piping shall be tested in accordance
- with the International Plumbing Code (2012 edition).

9. Test new domestic water piping by hydrostatic test
with 150 PSI for eight hours with no perceptible
pressure drop during test. Flush and sterilize
piping in conformance with AWWA C-601 and to
the satisfaction of local authorities having
jurisdiction.
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B, UNLESS OTHERWISE SHOWN OR INDICATED, ALL CONDUIT IN SHAPE FOR CONDUITS ENTERING THEM; BE U.L. AND NEC APPROVED;
" FINISHED AREAS SHALL BE CONCEALED IN WALLS, CEILING, BE INSTALLED SO THAT DEVICE AND/OR COVER PATES SHALL BE TIGHT
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SHALL BE THE INTERPRETER OF ANY CODE REQUIREMENTS AND UNLESS OTHERWISE SPECIFIED. | | . | | |
CONTRACTOR SHALL COMPLY WITH THESE REQUIREMENTS. IN THE | | o o | o . , I | | - . | o L~
ABSENCE OF A LOCAL ENFORCING AUTHORITY THE ENGINEER SHALL C. INSULATION FOR ALL WIRE OR CABLE TO BE AS FOLLOWS: | | e | | . | | @ - , | | s
INTERPRET THE CODES AND HIS DECISION SHALL GOVERN. | | | - | - o o - C - R e - o
| B ~ GENERAL USE AREAS ~ THWN, THHN | | o | | - — S B T R B T " GRANTIER
2. IDENTIFICATION o : o PANEL FEEDERS THW, THWN, XHHW o | | , SRR - | - | | B T B U BN .ARCHECTURER
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' THE MARK OR NAME SHOWN ON THE DRAWINGS. AS REQUIRED. BOXES ARE TO BE FABRICATED OF #14 GAUGE i oo
PROVIDE NEW TYPE WRITTEN PANEL DIRECTORY AS SPACE | GALVANIZED STEEL IN SIZES UP TO 12 INCHES X 12 INCHES X 12 i —
IS COMPLETED. | | ~ INCHES AND OF #12 GAUGE GALVANIZED STEEL IN LARGER SIZES. | | —
| | | COVERS ARE TO BE SECURELY MOUNTED TO STRUCTURE INDEPENDENT OF | o
3. CONDUIT, FITTINGS, AND INSTALLATION - ~ ANY CONDUIT CONNECTED TO THEM. | e
A. CONDUIT AND lNSTALLATlON SHALL CONFORM TO THE FOLLOWING: 7. OUTLET BOXES B o o | , | S o » , , , ' ? SR - | N R G
ALL WIRING SHALL BE IN NEC APPROVED RACEWAYS SIZED AS o S R | | o T TToET - g a- T i 2 N men : QO
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DEMOLITION NOTES

(D REMOVE EXISTING LIGHT FIXTURE, WIRING & CONDUIT BACK TO PANEL.
(@) REMOVE CEILING FAN, WIRING & CONDUIT BACK TO PANEL.
(@) REMOVE EXISTING LIGHT FIXTURE, CONDUIT, WIRING & SWITCH.

|@ REMOVE EXISTING FAN SWITCH, PULL WIRING TO JUNCTION BOX ABOVE CEILING, DISCONNECT FROM POWER SOURCE INSTALL BLANK COVER ON '

SWITCH BOX.

(&) REMOVE EXISTING RECEPTACLE & WIRING BACK TO PANEL BOARD.

(&) DISCONNECT POWER FROM EXISTING FAN.

@) REMOVE ALL UNUSED CIRCUITS CONDUIT & WIRING THIS AREA BACK TO PANEL BREAKERS.
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NEW POWER POLE
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C - MOUNT @ 9"-6"
BELOW AWNING

LIGHTING NOTES

D CONNECT TO EXISTING UNUSED BREAKERS. 20 AMP/] POLE BREAKER IN EXISTING PANEL "C."

2 CONNECT TO EXISTING JUNCTION BOX & RUN NEW CONDUIT & WIRING TO NEW LOCATION, INSTALL NEW FIXTURE, SEE SCHEDULE.
(3 RECONNECT NEW EXHAUST FAN TO EXISTING CIRCUIT.
{D EXISTING EXIT SIGN TO REMAIN,
(> EXISTING JUNCTION BOX TO BE REUSED.

LIGHTING F

XTURE SCHEDULE

CATALOG NUMBER

MARK|  MFGR

A |H.E. WILLIAMS |HE3G-D2A-332-365-EB3
B H.E. WILLIAMS | 29-4-232-A

C  |H.E WILLIAMS

WPTZ-PSMH-150
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