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Request for Proposals
For Heating, Ventilation, and Air Conditioning (HVAC)

Maintenance Services 

For

City of Pascagoula Buildings 

I.  INTRODUCTION
The City of Pascagoula, Mississippi (City) will receive proposals from qualified vendors to provide heating, ventilation and air conditioning (HVAC) maintenance services for approximately twenty-seven (28) City of Pascagoula buildings.  Proposals must be received no later than 2:00 PM on Friday, September 19, 2014.  The services described in this Request for Proposals (RFP) are to begin on October 1, 2014.  This RFP describes the technical specifications for the services to be performed and contains an overview of the terms under which services are to be provided.
The City may negotiate different terms and conditions with any respondent after opening all of the proposals.  The City reserves the right to reject any and all proposals, and to waive any technicalities for the best interest of the City.  
Exhibit A, The City of Pascagoula Scope of Work, contains detailed specifications of work to be performed.

Exhibit B, City Facilities Inventory list with facility location addresses.

Exhibit C, City HVAC Maintenance Services Price Sheet, proposals should also include any non-routine, on-call services that fall outside of the technical specifications.  Proposers shall include the cost of off-site disposal for hazardous material that is removed from the sites in the unit costs submitted in the proposal price sheet.  Proposers must specify which costs, if any, are not included in the prices submitted in the proposed price sheet.
II. EXAMINATION

All proposers must have an employee on staff who possesses a Master Mechanical License from a municipality in Mississippi who has an examining board and regularly administers a written exam in addition to a Certificate of Responsibility from the Mississippi State Board of Contractors.  In addition, all technicians who perform work must have a City of Pascagoula journeyman license.  Proposer must also supply City with a copy of your business license.  If proposer wishes, he may be licensed in the City of Pascagoula.  Applications and booklets for exams may be obtained from William Dunnam at the Planning and Building Office, 4015 14th Street, phone number 228-938-6620. Questions concerning the exam may also be directed to Mr. Dunnam.
III. QUESTIONS AND CLARIFICATIONS

Questions and clarification inquiries about this RFP must be received by September 12, 2014, and should be directed in writing to:





Brenda J. Reed, Assistant City Clerk






City of Pascagoula






P.O. Drawer 908






Pascagoula, MS  39568-0908






Telephone:  (228) 938-6615
Fax:  (228) 938-6749






Attention:  City of Pascagoula HVAC Maintenance

A complete listing of all vendor questions along with the City responses will be provided to each proposer.

Upon receipt of the RFP, all proposers considering submission of a proposal and that wish to be included in interim communications, should submit the name, company, address, phone number, and fax number of a single point of contact who is authorized to act on behalf of the vendor to Brenda Reed at the address or fax number listed above.  Site visits may be set up by contacting Brenda Reed at the number listed above.

IV. SUBMISSION OF PROPOSALS

All proposals shall be submitted in a sealed envelope addressed to the City Clerk of the City of Pascagoula, Mississippi.  If a proposal is submitted by mail, the post office address of the City Clerk is P. O. Drawer 908, Pascagoula, MS  39568-0908.  If a proposal is hand-delivered, the street address of the City Clerk is 603 Watts Avenue, Pascagoula, MS  39567-4220.  

All proposal envelopes shall be marked “SEALED PROPOSALS FOR HVAC MAINTENANCE SERVICES DUE NO LATER THAN 2:00 P.M. ON FRIDAY, SEPTMEBER 19, 2014.”, and if any envelope is not so marked, any proposal contained therein will not be considered.

All proposal envelopes should contain the firm’s name, mailing address, and telephone number on the face of the envelope and also specify the name of the proposal item.

V. LENGTH OF CONTRACT

This contract shall be for a period of three (3) or five (5) years, whichever is in the best interest of the City.  Start date of contract shall be October 1, 2014 and end September 30th of the final year.  The City reserves the right to cancel the contract upon issuing a thirty (30) day written notice of intent to cancel services.
VI. EVALUATION CRITERIA

The City will evaluate the proposals based on the criteria listed below.  The City will not award the contract based solely on the lowest cost proposal.  In addition to cost, the City will weigh the following criteria:

1. The satisfaction level of other current and former customers of the vendor under contracts for services similar to the requirements of the City.

2. Overall cost savings and efficiencies.

3. Adequacy of the response to the general and specific requirements of the RFP.
4. Prior performance history of the vendor, demonstrated expertise, and ability to perform in all areas of the requested services.

5. Any other criteria deemed relevant by the City.

6. Financial stability of the vendor.

VII. AWARD

The successful vendor must be ready to proceed with HVAC maintenance services on October 1, 2014.  The City may conduct a pre-operation conference, prior to issuing the Notice to Proceed after notice to vendor of award of the contract, to review equipment, starting dates, specifications, work procedures, and other matters.
EXHIBIT A

Scope of Work
Contractor will provide the following maintenance for The City of Pascagoula, Mississippi facilities. 

Provide schedule preventative and repair service maintenance on the HVAC equipment and boiler and associated controls including: 

I. PREVENTIVE MAINTENANCE

A. The service company shall provide all personnel, parts, materials, test equipment, tools, and services necessary to maintain all systems.
B. The service company shall assume all responsibility for properly estimating the difficulties and the cost of performing all necessary services. 
C. Services that are to be provided shall be performed by qualified and trained personnel. 
D. The service company shall plan preventive maintenance tasks by systematic scheduling to assure a uniform and detailed method of doing the work.
E. The service company shall maintain, in their local office, an adequate inventory of replacement parts, components, and all necessary tools and test equipment. 

II. GENERAL MAINTENANCE PROCEDURES

A. After each service call is completed, a service report shall be furnished to a designated representative of the City of Pascagoula for signature. 

B. On a semi-annual basis, the service company shall advise and assist in the determination of improvements to the mechanical and control systems that shall conserve energy and minimize utility.
C. All planned maintenance service shall be performed during normal working hours defined as 8:00 a.m. to 5:00 p.m., Monday through Friday. 

D. Emergency service on an as needed basis will be provided 24 hours per day and shall be considered as calls in addition to scheduled preventive maintenance calls. 
1. All labor, overtime, travel costs, parts, supplies, and any other expenses incurred and expended on an emergency call shall be provided by the service company and shall be included in the cost of the service program.

2. Emergency service shall be provided as often as needed, on a 24-hour basis, weekends and legal holidays included. 

3. The service company shall be capable of responding to an emergency situation within four hours after notification of system problems. 

4. The service company shall provide a regular toll-free telephone number which must be answered by persons trained on HVAC systems and under the direct employment of the service company. 

E. The service company shall repair or replace all worn moving parts or components with new parts or components.  It is understood that this applies to all systems and mechanical equipment covered. 

F. The service company shall be responsible for making all repairs and replacements not caused by negligence or misuse by other than the service company. 

III. ENVIRONMENTAL CONTROL SYSTEM MAINTENANCE 

This includes, but is not necessarily limited to:  all thermostats, pressure controls, relays, limits, valves, damper motors, humidity controls, steps switches, time clocks, controllers, capacity controls, safety controls, recorder control panels, gauges, air compressor (for pneumatic controls), etc. 

A. Services included, but not limited to: 

1. Examine each piece of equipment and device to see that it is functioning properly and is in good operational condition.
2. Clean all components of old lubricants, etc. to allow the equipment to function as designed. Clean condensation lines and trays.
3. Lubricate all equipment where needed to permit proper operation without undue wear.
4. Adjust all linkages, motors, drives, etc. to optimum settings and positions. 

5. Calibrate all sensing, monitoring, output, safety, and read out devices for proper ranges, settings, and optimum operation.
6. Replace all moving parts and devices when the above maintenance is not adequate.
7. Test and cycle all equipment as a system after it has been cleaned, lubricated, adjusted, and calibrated, to see that it is in good operational condition and at optimum efficiency.
B. Parts Replacement (Moving Parts ONLY)

1. All moving parts, components, or devices for the HVAC system, as listed above, that are worn or not in proper operational condition, shall be repaired or replaced with new parts, components, or devices. 
2. When equipment or parts are replaced in their entirety, and a newer design of this device is available and is functionally equivalent and compatible, the device of the newer design shall be used as the replacement.
3. All repair and replacement moving parts, components, and devices for the system, as listed above, shall be supplied by the service company and shall be included in the cost of the service agreement.
4. All miscellaneous parts and supplies necessary to maintain the system shall be supplied by the service company and shall be included in the cost of the service agreement.
5. The service company shall not be made responsible for repairs or replacement necessitated by negligence or misuse of the equipment by other than the service company.
6. Non-moving parts (pipe leaks, duct issues, chiller bundles, etc…) are excluded from the base service fee. 

IV. MECHANICAL SYSTEM MAINTENANCE SERVICE 

A. The specific quantities, sizes, and model numbers of the major pieces of equipment shall be inventoried by the service company and a copy of this inventory shall be provided to the City of Pascagoula representative.
B. The preventive maintenance and the responsibility of the service company shall be to provide scheduled preventative and repair service maintenance on the HVAC equipment and boilers and associated controls. 

1. Heating system including boilers, burners, furnaces, pumps, steam traps, water strainers, unit heaters, duct heaters, humidifiers, etc.
2. Cooling system including air conditioning compressors, evaporative condensers, air cooled condensers, cooling towers, cooling tower fans, pumps, water chillers, cooling coils, etc. 
3. Air handling system including fans, motors, air filters, dampers, induction units, mixing boxes, fan coil units, electric heat elements, etc.
4. Miscellaneous equipment including exhaust fans, manual valves, direct expansion valves, thermometers, gauges, manual motor starters, pump and fan motor drives, belts, electrical wiring from motor starter to their respective motors, check valves, refrigerants, etc. 

C. Equipment Not Included

1. Maintenance services for portions of the systems and equipment that are not part of the HVAC system.

2. Excluded items shall be considered as: foundations, structural supports, domestic water lines, plumbing, oil lines, gas lines, piping, and oil storage tanks. 
3. The service company shall provide a report of any work that is in need of attention, and that may include such equipment as outlined above. 

D. Services Included

1. Examine each piece of equipment and device to see that it is functioning properly and is in good operational condition. 

–TESTING for excessive vibrations; motor winding resistance; refrigerant charge; fan RPM: refrigerant oil (acid): water condition; safety controls; crankcase heaters; control system(s), etc. 

–INSPECTING for worn, failed or doubtful parts; mountings; drive couplings; oil level; rotation; soot; flame composition and shape; pilot and igniter; steam, water, oil or refrigerant leaks, etc.

2. Clean all components of dust, old lubricants, etc. to allow the equipment to function as designed. 

-Cleaning coil surface; fan impellers and blades; electrical contacts; burner orifices; passages and nozzles; pilot and igniter; cooling tower baffles, basin, sump and float; chiller, condenser and boiler tubes, etc. 

3. Paint all equipment where needed to prevent and protect against corrosion and deterioration.
4. Lubricate all equipment where needed to prevent and protect against corrosion and deterioration.
-Lubricating motors; fan and damper bearings; valve stems; damper linkages; fan vane linkages, etc., as directed by our scheduling system and on an as-needed basis.

5. Clean and inspect HVAC ducting-venting systems.

6. Aligning belt drives; drive couplings; air fins, etc.
7. Calibrating safety controls; temperature and pressure controls, etc.

8. Tightening electrical connections; mounting bolts; pipe clamps; refrigerant pipe fittings; damper sections, etc. 

9. Adjust all linkages, motors, drives, etc. to optimum settings and positions.
-ADJUSTING belt tension; refrigerant charge; super heat; fan RPM; water chemical feed and feed rate; gas pressure; set point of controls and limits; compressor cylinder unloaders; damper close-off; sump floats, etc. 

10. Calibrate all sensing, monitoring, output, safety, and read out devices for proper ranges, settings, and optimum operation.
11. Replace all moving parts and devices when the above maintenance is not adequate.
12. Test and cycle all equipment as a system after it has been cleaned, lubricated, adjusted, and calibrated, to see that it is in good operational condition and at optimum efficiency.
13. Site inspections by infra-red scanner shall be conducted semi-annually to evaluate the condition of all portions of the mechanical system to include, but not limited to, all motors, pumps, chillers, boilers, motor starters, and electrical panels for proper predictive and preventive maintenance. 

14. Service Company shall perform spectrochemical analysis of refrigeration compressor oil annually to determine the concentration levels of each of the following chemicals: 

Iron


Silver

Zinc

Lead


Tin

Calcium

Copper

Silicon

Barium

Chromium

Baron

Magnesium

Aluminum

Sodium
Titanium

Nickel 

Phosphorus
Molybdenum

Cadmium

Antimony

This analysis will consist of a minimum of the following four tests: 

a. Total Acid (ASTMI 664)

b. Viscosity (ASTMD 445)

c. Water Content (ASTMD 1744)

d. Total Solids (ASTMD 91)

Oil analysis shall be performed by a qualified laboratory during spring startup and shall be the responsibility of the service company.  The service company shall provide the City of Pascagoula with a detailed report of the findings. 

15. Boiler flue-gas analysis shall be performed by the service company during heating season switchover with an Electric Flue Gas Analyzer to determine the proper energy efficiency of the boiler burner system to maximize burner efficiency and the service company will provide the City of Pascagoula with a detailed report of the findings. 

16. Routine maintenance and minor repairs on window units only.  Window unit replacement is not included in the base service fee. 

V.  WATER TREATMENT SERVICE 

A. Water treatment system shall, if applicable, include hot water system, steam system, chilled water system (open or closed), evaporative condensers, cooling towers, and chilled and hot water circulating pumps. 

B. Services included: 

1. The service company shall provide the necessary labor and chemicals to properly maintain all water within the heating and cooling circulating system to control metal corrosion, scale formation, biological fouling, or contaminated discharge. 

2. The chemicals must meet OSHA, EPA, and DEQ requirements for safety to personnel and the environment.  All chemicals supplied must meet manufacturer’s requirements, must be biodegradable, and all discharge effluent must be nonpolluting and approved by the Mississippi Gulf Coast Regional Wastewater Authority. 

3. For open cooling tower system, an automatic monitoring system shall be supplied to provide continuous water analysis.  This equipment shall be programmed on a real time basis, to analyze the quality of the circulating water and automatically adjust the chemical treatment feed rates and bleed intervals based on the level to total dissolved solids, and without effect from variances in water temperature.  The controller shall incorporate emergency fail-safe features, which shall result in a visual alarm during emergency conditions that may result from high concentration conditions. 

4. All necessary control panels, bleed valves, injection pumps, associated piping and fittings, and all labor to install this monitoring equipment shall be supplied by the service company and shall be included in the cost of this agreement. 

5. The service company shall provide all labor to take test samples, adjust feed rates, change settings, drain and flush systems, service automatic monitoring equipment, manually inject chemicals (for closed systems), and provide a detailed water analysis and service report after performing those services outlined above. 

6. For hot water heating systems and chilled water systems, the service company shall perform the following: 

a. Drain system of existing water and chromate compounds.
b. Refill system with clean water and ad the required dosage of chemical treatment.  Chemical shall be a non-chromate corrosion inhibitor such as the borate nitrate type.  It shall be acceptable to the pollution agencies to be a non-pollutant. 

7. The service company shall assume all responsibility for any hazardous materials and dispose of them as required by the governing authorities. 

VI. AIR FILTER SERVICE

Air filter services will be performed on all air handling equipment maintained under this agreement.  Filter replacement schedules will be arranged according to Contractors best judgment, but no less than six (6) changes per year. 

VII. TEMPERATURE CONTROLS 

All pneumatic and electric temperature controls related to the maintained equipment are included as part of this agreement. 

VIII. MISCELLANEOUS

A. The City will provide reasonable access to all equipment covered by the proposal.  The service company shall be free to start and stop all equipment incidental to the operation of the HVAC systems as arranged with the building representative. 

B. The vendor states that the proposed prices are based on his own knowledge and judgment of the conditions and hazards involved and not upon any representation of any employee of the City of Pascagoula. 

C. The vendor shall indemnify and hold harmless the City of Pascagoula, its agents and employees from and against all liability as a result of the vendor’s performance in regards to any work accepted by the City for any purpose whatsoever. 
Full Coverage Mechanical Maintenance Program:  Terms and Conditions
1.   Customer shall permit Contractor representatives free and timely access to areas and equipment and allow start and stop the equipment as necessary to perform required services.  All planned work under this Agreement will be performed during normal working hours. 

2.   In case of any failure to perform to obligations under this Agreement, Contractor’s liability is limited to repair or replacement at its option, and such repair or replacement shall be Customer’s sole remedy.  This warranty is conditioned upon proper operation and maintenance by Customer and shall not apply if the failure is caused or contributed to by accident, alteration, abuse or misuse and shall not extend beyond the term of this Agreement.

3.   The annual Agreement price is conditioned upon the system(s) covered being in a maintainable condition.  If the initial inspection or initial seasonal start-up indicates repairs are required, a firm quotation will be submitted for Customer’s approval.  Should Customer not authorize the repairs, Contractor may either remove the unacceptable system(s), component(s) or part(s) from its scope of responsibility and adjust the annual Agreement price accordingly or cancel this Agreement. 

4.   The annual Agreement price is subject to adjustment on each commencement anniversary to reflect increases in labor, material and other costs. 

5.   Customer shall be responsible for all taxes applicable to the services or materials provided under the Agreement. 

6.   Customer will promptly pay invoices within forty-five (45) days of receipt.  Should a payment become thirty (30) days or more delinquent, Contractor may stop all work under this Agreement without notice or cancel this Agreement and the entire Agreement shall become due and payable immediately upon demand. 

7.   This Agreement applies only to the maintainable portions of the system(s).  Repair or replacement of non-maintainable parts such as duct work, boiler shell and tubes, cabinets, boiler refactory material, heat exchangers, main power service and electrical wiring, piping, tube bundles, valve bodies, coils, structural supports, oil storage tanks and other similar items are excluded. 

8.   Any alteration to or deviation from this Agreement involving extra work, cost of material or labor will become an extra charge (fixed-price) amount to be negotiated or on a time-and-material basis then in effect over the sum stated in this Agreement. 
9.   Contractor will not be required to move, replace or alter any part of the building structure in the performance of this Agreement. 

10. This Agreement does not include responsibility for design of the system, obsolescence, safety test, removal and reinstallation of valve bodies and dampers, repair or replacement necessitated by freezing weather, electrical power failure, low voltage, burned-out main or branch fuses, low water pressure, vandalism, misuse or abuse of the system(s), negligence of others (including Customer), failure of Customer to properly operate the system(s), requirements of governmental, regulatory or insurance agencies or other causes beyond control of Contractor. 

11. If a service call is made at the Customer's request and inspection indicates a condition which is not covered under this Agreement, Contractor may charge Customer at the rate then in effect for such service. 

12. Customer shall permit only Contractor’s personnel or agent to perform the work included in the scope of this Agreement. Should anyone other than Contractor’s personnel perform such work, Contractor may, at its option, cancel this Agreement or eliminate the involved item of equipment from inclusion in this Agreement. 

13. Customer shall make available to Contractor’s personnel or its agents all pertinent Material Safety Data Sheets (MSDS) pursuant to OSHA's Hazard Communication Standard Regulations. 

14. Contractor’s obligation under this proposal and any subsequent contract does not include the identification, abatement or removal of asbestos or any other toxic or hazardous substances, hazardous wastes or hazardous materials. In the event such substances, wastes or materials are encountered, Contractor’s sole obligation will be to notify the Owner of their existence. Contractor shall have the right thereafter to suspend its work until such substances, wastes or materials and the resultant hazards are removed. The time for completion of the work shall be extended to the extent caused by the suspension and the contract price equitably adjusted. 

15. Customer may terminate this Agreement after giving Contractor thirty (30) days advance written notice. Contractor may terminate this Agreement after giving Customer thirty (30) days advance written notice. 
Exhibit B

Listing of City of Pascagoula Buildings Inventory

Building              






Address   
10th Street Maintenance Building




10th Street

12th Street Recreation Center





2201 12th Street

Anchor Square (16 Cottages)





303 Delmas Avenue

Andrew Johnson Recreation Center




1402 Tucker Avenue

Arts on the Avenue






618 Delmas avenue

Bayou Casotte Fire Station





3616 Scovel Avenue

Bayou Casotte Water Well





3604 Scovel Avenue


Bayou Casotte Water Treatment Plant 



3608 Scovel Avenue

Beach Park Concession Stand





600 Park Street

Central Fire Station






1707 Jackson Avenue

City Hall







603 Watts Avenue

Code Enforcement Trailer





4015 14th Street

Communy Street Water Treatment Plant



1103 Communy Avenue

Criswell Water Treatment Plant




2511 Criswell

Flanagan Field







NW Corner Tucker & 8th St

Gibson Field







1803 Tucker Street

I.G. Levy Building






3900 Chicot

Lake Avenue Fire Station





1411 Lake Avenue

Pascagoula Public Library 





3214 S. Pascagoula Street

Pascagoula Recreation Center





2935 Pascagoula Street

Planning & Building






4015 14th Street

Police Training Academy





7804 Bayou Cumbest Rd

Police Station







611 Live Oak Avenue

Public Works Building





4011 14th Street

Scranton Nature Center





3928 Nathan Hale Avenue

Senior Center







612 Delmas Avenue

Soccer Complex






6001 North Tillman Street

Utility Billing/Comm Dev.





622/630 Delmas Avenue
	Bldg Location
	Qty
	Model
	Type Equipment

	10th Street Maint. Bldg
	1
	
	Ice Machine

	12th Street Recreation Ctr
	1
	Carrier
	5 Ton Heat Pump

	
	1
	Carrier
	5 Ton Air Handler

	
	1
	Carrier
	3.5 Ton Heat Pump

	
	1
	Carrier
	3.5 Ton Air Handler

	
	1
	Carrier
	2 Ton Heat Pump

	
	1
	Carrier
	2 Ton Air Handler

	
	
	
	
	

	Anchor Square
	8
	LG
	2 Ton Ductless Mini Split System

	
	2
	Fujistu
	1 Ton Ductless Mini Split System

	
	6
	Coleman
	1.5 Ton Conventional Split System

	
	2
	Nordyne
	1.5 Ton Conventional Split System

	
	
	
	
	

	Andrew Johnson Recreation Center
	6
	Carrier
	5 Ton Air Handler

	
	2
	Carrier
	15 Ton Cond Unit

	
	1
	Carrier
	5 Ton Air Handler

	
	1
	Carrier
	5 Ton Cond Unit

	
	
	
	
	

	Arts on the Avenue
	1
	Comfortmaker
	Heating Unit

	
	1
	Carrier
	Heating Unit

	
	1
	Carrier
	Split System--Rooftop

	
	1
	Carrier
	Split System--Rooftop

	
	1
	Ice Machine
	
	

	
	
	
	
	

	Bayou Casotte Fire Station
	1
	Rheem
	5 Ton Air Handler

	
	1
	Rheem
	5 Ton Cond Unit

	
	2
	
	Bay Heaters

	
	
	
	
	

	Bayou Casotte Water Treatment Plant
	1
	Motivair
	Process Chiller

	
	1
	Carrier
	7.5 Ton Pgk Unit

	
	1
	Carrier
	5 Ton Cond Unit

	
	1
	Carrier
	5 Ton Air Handler

	
	1
	Reznor
	Bay Gas Heaters

	
	
	
	
	

	Beach Park Concession Stand
	1
	
	3 Ton Mini Split Heat Pump Cond Unit

	
	2
	EMI
	1.5 Ton Mini Split Air Handler

	
	
	
	

	Bldg Location
	Qty
	Model
	Type Equipment

	Central Fire Station
	1
	Carrier
	4 Ton Air Handler

	
	1
	Carrier
	4 Ton Cond Unit

	
	2
	Carrier
	3.5 Ton Air Handler

	
	1
	Carrier
	7 Ton Cond Unit

	
	5
	Reznor
	Bay Heaters

	
	1
	Carrier
	3 Ton Air Handler

	
	1 
	Carrier
	3 Ton Condensor
	

	
	2
	Sterling
	Gas Heaters
	

	
	
	
	
	

	City Hall
	1
	Rheem
	3.5 Ton Cond Unit

	
	1
	Rheem
	3.5 Air Handler

	
	1
	Carrier
	7.5 Ton Cond Unit

	
	1
	Carrier
	7.5 Air Handler

	
	2
	Carrier
	10 Ton Cond Unit

	
	1
	Carrier
	20 Ton Air Handler

	
	1
	Majic Air
	3.5 Ton Cond Unit

	
	1
	Majic Air
	3.5 Air Handler

	
	1
	Fujitsu
	1 Ton Mini Split System

	
	
	
	
	

	Code Enforcement Trailer
	2
	Bard
	3.5 Ton wall hung unit

	
	
	
	
	

	Communy Street Water Treatment Plant
	1
	Carrier
	7.5 Ton Pkg Unit

	
	1
	Motivait
	Process Chiller

	
	
	
	
	

	Criswell Water Treatment Plant
	1
	Carrier
	7.5 Ton Pkg Unit

	
	1
	Motivair
	Process Chiller

	
	
	
	
	

	Flanagan Field Conc. Std
	1
	Payne
	4 Ton Air Handler

	
	1
	Payne
	4 Ton Cond Unit

	
	
	
	
	

	Gibson Field
	1
	Intertherm
	3.5 Ton Pkg Unit

	
	1
	
	Window Unit

	
	1
	
	Ice Machine
	

	
	
	
	
	

	I.G. Levy
	1
	Carrier
	Thru-wall A/C

	
	1
	Carrier
	Thru-wall A/C

	
	
	
	
	

	Lake Avenue Fire Station
	1
	Carrier
	3 Ton Air Handler

	
	1
	Carrier
	3 Ton Cond Unit

	Bldg Location
	Qty
	Model
	Type Equipment

	Lake Avenue Fire Station cont’d
	1
	
	Window Unit

	
	1
	Reznor
	Bay Gas Heater

	
	
	
	

	Pascagoula Public Library
	1
	Marley
	200 Ton Cooling Tower

	
	2
	Carrier
	Screw Chillers

	
	1
	ACP
	Duplex Air Compressor

	
	1
	
	Air Dryer
	

	
	1
	
	HVAC Control System

	
	1
	Bryan 
	Gas Boiler

	
	1
	Trane
	12 Ton Air Handler

	
	2
	Alis Chamblis
	30 HP Cond Pump

	
	2
	Alis Chamblis
	10 HP Chilled Water Pump

	
	2
	Allis Chalmers
	5 HP Hot Water Pump

	
	1
	Trane
	45 Ton Air Handler

	
	1
	
	Ductless Split System

	
	1
	Trane
	15 Ton Air Handler

	
	1
	Variable Speed Drive for 45 Ton Air Handler

	
	1
	Trane 70 Ton Air Handler

	
	1
	Variable Speed Drive for 70 Ton Air Handler

	
	1
	Variable Speed Drive for 200 Ton Air Handler

	
	1
	Variable Speed Drive for 5 HP Water Pump

	
	
	
	
	

	Pascagoula Rec. Center
	2
	Carrier
	3.5 Ton Cond Unit

	
	2
	Carrier
	3.5 Ton Air Handler

	
	2
	Carrier
	3 Ton Cond Unit

	
	4
	Carrier
	3 Ton Air Handler

	
	2
	Carrier
	7.5 Ton Air Handler

	
	2
	Carrier
	7.5 Ton Heat Pump Cond Unit Rooftop

	
	2
	Carrier
	2.5 Ton Air Handler

	
	2
	Carrier
	2.5 Ton Condensing Unit

	
	2
	Bryant
	15 Ton Pkg Unit Rooftop

	
	1
	
	Ice Machine
	

	
	
	
	
	

	Planning & Building
	1
	Carrier
	10 Ton Pkg Unit

	
	1
	Carrier
	3 Ton Air Handler

	
	1
	Carrier
	3 Ton Cond Unit

	
	
	
	
	

	Police Training Academy
	2
	Trane
	5 Ton Top Central Unit

	
	2
	Mitsibushi
	2 Ton Mini Ductless Split System


	Bldg Location
	Qty
	Model
	Type Equipment

	Police Station
	1
	Evapco
	Cooling Tower

	
	1
	Lochnivar
	Boiler
	

	
	1
	Welinman
	Pump
	

	
	18
	Enercon
	Water Source Heat Pump

	
	3
	
	1.5 Ton Ductless Mini Split System

	
	1
	
	HVAC Control System

	
	1
	
	Ice Machine
	

	
	
	
	
	

	Public Works Building
	1
	Bryant
	5 Ton Air Handler

	
	1
	Bryant
	5 Ton Cond Unit

	
	2
	
	Window Units

	
	2
	
	Ice Machines

	
	1
	Goodman
	2 Ton Heat Pump

	
	1
	Goodman
	2 Ton Air Handler

	
	1
	Goodman
	4 Ton Air Handler/ heat only

	
	
	
	

	Scranton Nature Center
	1
	Rheem
	5 Ton Air Handler

	
	1
	Rheem
	5 Ton Cond Unit

	
	1
	Rheem
	4 Ton Air Handler

	
	1
	Rheem
	4 Ton Cond Unit

	
	
	
	
	

	Senior Center
	1
	Trane
	2 Ton Heat Pump

	
	1
	Trane
	2 Ton Air Handler

	
	2
	Trane
	4 Ton Heat Pump

	
	2
	Trane
	4 Ton Air Handler

	
	2
	Trane
	5 Ton Heat Pump

	
	2
	Trane
	5 Ton Air Handler

	
	2
	Trane
	7.5 Ton Heat Pump

	
	2
	Trane
	7.5 Ton Air Handler

	
	2
	EMI
	6000BTU/Ductless mini split system

	
	1
	Addison
	25 Ton Condensing Unit

	
	1
	Addison
	25 Ton Air Handler
	

	
	1
	
	Ice Machine
	

	
	
	
	
	

	Soccer Complex
	1
	Carrier
	5 Ton Air Handler

	
	1
	Carrier
	5 Ton Air Handler

	
	1
	
	Ice Machine
	

	
	
	
	
	

	Utility Billing/Comm Dev.
	1
	York
	10 Ton Split System--Rooftop

	
	1
	Borg Wagner
	10 Ton Split System--Rooftop

	
	1
	Rheem
	Split System--Rooftop

	
	1
	Carrier Gas Pack
	10 Ton -- Rooftop


Exhibit C

Maintenance Contract Price Sheet
Year 1 


Year 2

Year 3

Notes: ______________________________________________________________________________
______________________________________________________________________________

______________________________________________________________________________

Hourly Pricing:


Regular

$_________  (Monday through Friday, 8:00a.m. – 5:00p.m.)


Overtime

$_________


Holiday/Sunday
$_________

Materials:  ________________________________________________________________

Mileage:  $________________________

Year 1

Year 2

Year 3

Year 4

Year 5

Notes: ______________________________________________________________________________

______________________________________________________________________________

______________________________________________________________________________

Hourly Pricing:


Regular

$_________  (Monday through Friday, 8:00a.m. – 5:00p.m.)


Overtime

$_________


Holiday/Sunday
$_________

Materials:  ________________________________________________________________

Mileage:  $________________________
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To:  

All Bidders

From:

Purchasing Department

Date:

September 15, 2014
Re:
Addendum #1 to HVAC Maintenance RFP
Notice is hereby given that changes have been made to the equipment list for the HVAC RFP. The updated list is attached. The previous list in the original RFP is void.   

 If you have any questions regarding this addendum, please call us at (228) 938-6722.

Please sign and return this acknowledgement form via email or fax.

ACKNOWLEDGEMENT FORM

ADDENDUM #1

HVAC Maintenance RFP 2014
TO: City of Pascagoula



Telephone: 228-938-6722

        603 Watts Avenue



Fax:  228-938-6790

        Pascagoula, MS  39567



Email: rwood@cityofpascagoula.com
We hereby acknowledge receipt of Addendum No. 1 for the above referenced project.

Print name of company: _________________________________________________

Print name of person acknowledging receipt of addendum:______________________

Signature of person acknowledging receipt of addendum:_______________________

Date of acknowledgement: ___________________________________


To:  

All Bidders

From:

Purchasing Department

Date:

September 15, 2014
Re:
Q&A Clarification for HVAC Maintenance RFP
1. The service company shall provide refrigerant in addition to personnel, parts, materials, test equipment, tools, and services necessary to maintain all systems, as stated in Exhibit A, Scope of Work, section 1, part A. 
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